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Enform 
Enform is the health and safety 
association for Canada’s upstream oil 
and gas industry. We provide leading 
health and safety training, programs 
and services, touching the lives of 
hundreds of thousands of workers 
each year. We are dedicated to the 
continuous improvement of safety with 
a vision of eliminating work-related 
incidents or injuries in the upstream oil 
and gas industry.  
 
An Industry Product 

This document was developed by 
industry for industry. Working 
collaboratively, Enform works with  
the submitting organization 
representative in developing these 
documents to improve the industry’s 
hazard awareness. Canada’s leading 
oil and gas industry trade associations 
support the use of shared information 
to help companies of all sizes  
improve performance. 
 
Disclaimer 
This document is intended to be 
flexible in application and provide 
guidance to users rather than act as  
a prescriptive solution. Recognizing 
that one solution is not appropriate  
for all users and situations, it presents 
accepted guidance that generally 
apply to all situations. While Enform 
believes that the information contained 
herein is reliable under the conditions 
and subject to the limitations set  
out, Enform does not guarantee its 
accuracy. The use of this document  
or any information contained will be at 
the user’s sole risk, regardless of any 
fault or negligence of Enform and the 
submitting organization. 
 
Copyright/Right to Reproduce 
Copyright for this document is held  
by Enform, 2013. All rights reserved. 
Enform encourages the copying, 
reproduction and distribution of this 
document to promote health and 
safety in the workplace, provided that 
Enform is acknowledged. However, no 
part of this publication may be copied, 
reproduced or distributed for profit or 
other commercial enterprise, nor may 
any part be incorporated into any other 
publication, without written permission 
of Enform. 
 
 
 
For more information on this event, 

please contact: safety@enform.ca  

Description of Incident: 
 

 On April 6, at approximately 2230h, a fire and explosion occurred within a compressor building. 

 The facility ESD activated at the point of explosion shutting down all units and the plant  
depressurized to flare. 

 Operations personnel at site responded by activating the Emergency Response Plan (ERP) and 
local response team extinguished a small fire still burning within the compressor building. 

 

What Caused It: 

 A thermo-well assembly on the compressor second stage suction cylinder became dislodged 
releasing gas under pressure through a ½” NPT opening.  

 Gas buildup inside the building was ignited at approximately the same time as fire and gas 
detection system activated the ESD. 

 Most probable ignition source is the compressor engine turbocharger. Other potential 
sources include static or mechanical spark when thermo-well assembly dislodged.  

Corrective/Preventive Actions: 
 

 Conduct an inspection on all compressor thermo-well assemblies and other pressure 

associated threaded fittings to ensure they are installed and being maintained in accordance 

to manufacturer specifications.  

 Ensure personnel working on or in proximity to thermo-well assemblies and other pressure 

associated threaded fittings have the appropriate training and access to approved work 

procedures. 

 Review fire and gas detection control philosophy and placement to ensure that systems are 

able to effectively monitor enclosed areas for hazardous condition and provide a timely shut 

down in response to significant leaks or loss of containment from process piping under 

pressure. 

 Review preventative maintenance (PM) processes to ensure that thermo-well assemblies 

and other pressure associated threaded fittings are part of the PM program where required.  
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